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A Life Safety Code Recertification and State
Licensure Survey with a Preoccupancy Survey for
the Conversion of 50 T19 beds in rooms 202,
204, 206, 208, 210, 212, 301 to 316, 318, 320
and 409 to T18/19 and 15 NCC beds in rooms
401-407 and 212 to T18 beds was conducted by
the Indiana State Department of Health in
accordance with 42 CFR 483.70(a).

Survey Date: 03/30/12

Facility Number: 001215
Provider Number: 15E650
AIM Number: 100450890

Surveyor: Amy Kelley, Life Safety Code
Specialist

At this Life Safety Code survey, The Cedars was
found in compliance with Requirements for
Participation in Medicare/Medicaid, 42 CFR
Subpart 483.70(a), Life Safety from Fire and the
2000 edition of the National Fire Protection
Association (NFPA) 101, Life Safety Code (LSC)
and 410 IAC 16.2. The original section of the
building consisting of the 300 hall, 400 hall and
the main dining area was surveyed with Chapter
19, Existing Health Care Occupancies

This one story facility with a basement was
determined to be of Type V (111) construction and
was fully sprinklered. The facility has a fire alarm
system with smoke detection in the corridors,
areas open to the corridors and resident rooms.
The facility has a capacity of 65 and had a
census of 49 at the time of this survey.
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days following the date these documents are made available to the facility. If deficiencies are cited, an approved plan of correction is requisite to continued
program participation.
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A Life Safety Code Recertification and State
Licensure Survey with a Preoccupancy Survey for
the Conversion of 50 T19 beds in rooms 202,
204, 206, 208, 210, 212, 301-316, 318, 320 and
409 to T18/19 and 15 NCC beds in rooms
401-407 and 212 to T18 beds

beds was conducted by the Indiana State
Department of Health in accordance with 42 CFR
483.70(a).

Survey Date: 03/30/12

Facility Number: 001215
Provider Number: 15E650
AIM Number: 100450890

Surveyor: Amy Kelley, Life Safety Code
Specialist

At this Life Safety Code survey, The Cedars was
found in compliance with Requirements for
Participation in Medicare/Medicaid, 42 CFR
Subpart 483.70(a), Life Safety from Fire and the
2000 edition of the National Fire Protection
Association (NFPA) 101, Life Safety Code (LSC)
and 410 IAC 16.2. The new section of the
building consisting of the extension of the 200 hall
was surveyed with Chapter 18, New Health Care
Occupancies.

This one story facility with a basement was
determined to be of Type V (111) construction and
was fully sprinklered. The facility has a fire alarm
system with smoke detection in the corridors,
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areas open to the corridors and resident room.
The facility has a capacity of 65 and had a
census of 49 at the time of this survey.
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